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ELECTRICAL HOOKUP

OFFICE ELECTRICAL AND GENERATOR GUIDE

OFFICE POWER REQUIREMENTS:
o Power Supply: 220V single phase.
e Supply Amperage: Must be at least equal to the minimum rating on the office's electrical panel.
« Installation: Must be performed by a certified electrician.

IMPORTANT NOTICE:
Non-compliance with these parameters and required maintenance may lead to component failure
and potential back-charges to the customer.

GENERATOR SIZING (If Applicable):
To connect this office to a generator, adhere to the following minimum specifications to avoid
insufficient voltage and potential back-charges for air conditioning compressor damage:

For one A/C unit: Generator size of 5,000W.

For two A/C units: Generator size of 10,000W.

Voltage: 220V.

Wire Size: Must be sufficient to carry the minimum ampacity as required by local building codes.

Warning: Only use a Licensed Electrical Contractor to make electrical connections to this unit.



